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LOCATION OF TRANSFORMER Lrc Inumeer 14
__ Substation Name or Number Waste Disposal :c [ indoor 3 Outdoor ] Roof
. (De-energized) 32-H-1 1WOR"§g 4 Ground [ Platform__Fr. [ Pole
Unit Or Tag Number _____Spare @
NAMEPLATE INFORMAﬂON & O
Manufacturer Westinghouse Primary Volts 4160 Gal. 630 ] Askarel
Serial Number .._ 6537238 Secondary Volts 480 - impedence 7.4
KVA Rating 1500 Phase/Cycle 3/60 Other
Radiators . [g] Yes [] No  Conservator Tank D’Yes -l No Top Valve ;LN Ar.c%_!ssibili?y- Power on  Power off
Fans _.__.__{7] Yes [g] No Tap Changer Comp. [1Yes [INo Bottom Valve 1* ;Zs;;r;g g g
H,O Cooled [] Yes [§] No  Bushings: [ Top K] Side Other Access 0K Other
ReRefining Parking g ‘,:f,‘ Hose distance Feet Power 3 ZD] N“ Vollage g ﬁgiigg
TRANSFORMER LIQUID TEST DATA
DATE  |Service] tEVEL | TEMB. | PV oL | acp w1 |colon |SFECWIC T visuar ] teaks | painT | Dit, RECOMMEND
vl O6/78/MTL] L 20 -%| 43 ]0.03 |35.1}2.5|0.880 Clr |None|Good| Good Retest 1 yr.
‘16/80 (MILIN 22 | -1 43_10.03 135.4 |2.5 0.880 | Clr |None!Good| Good | Retest 1 yr
*17/80 | WATHR_COMTENT [TESTED| BY KARL FISCHER 46.0 PPM
4 18-81 [MTL | N 20 g 40 [0.04 [33.6 |2.5 | 0.880{Clr [NonejGood| Good Retest 1 yr
5 19-81 |KF WATER CONTENT TESTED BY KAR]. FISGHER 27 PPM | Hater
@ o[ n |20 Jo 34 |0.05|31.0[2.5 [0.880]Clr None [Good | Good  |Retest 1 yr.
? . ' i
3
9
10 .
" v
12
13
1s
15
16
17
18 i .
" 77'!5 TS Ae e e T ATe ST
it Wi
20
27
22
"'S
i?i 9-81 PCB CDNTENT| TESTED BY [ELECTRON CAPTURE 25 PPM| Green Label
{2511979 SUN OHWIO TEYTED FR PCB UNDER 500 PPM|
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